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I. SPECIAL CONDITIONS 

A. Effluent limits 

1) The permittee is authorized to discharge into the ground from the wastewater 
treatment facilities for which this permit is issued a treated effluent whose 
characteristics shall not exceed the following values: 

a) The Interim Effluent Characteristics and discharge limitations stated below shall 
remain effective from permit issuance provided the permittee no longer 
discharges effluent within an Interim Wellhead Protection Area (IWP~ .., 

delineated Zone II of a public water supply well as of October 1, 2019: f(}){JlJ~" 

Interim Effluent Characteristics until October 1, 2019 Discharge 
limitations 

Flow 33,000 gpd 

Biochemical Oxygen Demand (8002) 30 mg/1 

Total Suspended Solids (TSS) 30mg/l 
Nitrate Nitrogen 10 mg/1 

Total Nitrogen {N06 + N03 + TKN) 10mg/l 
Oil & Grease 15 mg/1 
Fecal Coliform 100/100ml 

b) The Effluent Characteristics and Discharge limitations stated below shall become 
effective as of October 1, 2019 if the discharge continues to be to within an 
IWPA or a delineated Zone II of a public Water Supply: 

Zone II Effluent Characteristics Zone II Effluent limitations 

Flow 33,000 gpd 
Biochemical Oxygen Demand (BOD2) 10 mg/1 
Total Suspended Solids (TSS) Smg/1 
Nitrate Nitrogen 5 mg/1 
Total Nitrogen (N01 + N02 + TKN) 5 mg/1 
Oil & Grease 15 mg/1 
Turbidity See Item g. 
Total Organic Carbon (TOC) 1 mg/1 
Fecal Coliform See Item h. 

c} The pH of the effluent shall nat be less than 6.5 nor greater than 8.5 at any time 
or not more than 0.2 standard units outside the naturally occurring range. 
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d) The discharge of the effluent shall not result in any demonstrable adverse effect 
on the groundwater or violate any water quality standards that have been 
promulgated. 

e) The monthly average concentration of BOD and TSS in the discharge shall not 
exceed 15 percent of the monthly average concentrations of BOO and TSS in the 
influent into the permittee's wastewater treatment facility. 

f) When the average annual flow exceeds 80 percent of the permitted flow 
limitations, the permittee shall submit a report to the Department describing 
what steps the permittee will take in order to remain in compliance with the 
permit limitations and conditions, inclusive of the flow limitations d'S"~~ jtJ ~ 
this permit. 1{)1/!::(l l!J\i ... , f' .. 

g) Turbidity shall not exceed an average of 2 NTU in a 24-hr period, 5 NTU over 5% 
of the time in a 24-hr period or 10 NTU at any time. 

h) The median of fecal coliform samples shall be non-detect for a 7 day sample and 
no samples shall exceed 14/100 mi. 

B. Monitoring and Reporting 

1) 

The permittee shall monitor and record the quality of the influent and the quality and 
quantity of the effluent prior to discharge to the leaching facilities according to the 
following schedule and other provisions: 

INFLUENT: 
Minimum Freguenc~ 

Parameter of Anal~sis Sample Type 

BODi Month I~ 24 Hr. Composite 
TSS Month I~ 24 Hr. Composite 
Total Solids Month!~ 24 Hr. Com(!osite 
Ammonia Nitrogen Month!~ 24 Hr. Comgosite 

2) EFFLUENT: 

a) Interim Effluent Monitoring: 

The permittee shall comply with the Interim Effluent Monitoring and Reporting 
requirements from the date of permit issuance and beyond provided the permittee no 
longer discharges effluent within an Interim Wellhead Protection Area {IWPA) or a 
delineated Zone II of a public water supply well as of October 1, 2019: 
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Minimum Frequency 
Parameter of Analysis Sample Type 

Flow Daily Reading-report Max-Min-Avg 
pH Daily Grab 
Ultraviolet Intensity Continuous Continuous Reading 
8002 Month I~ 24 Hr. Composite 
TSS Monthly 24 Hr. Composite 
Nitrate Nitrogen Monthly 24 Hr. Composite 
Total Nitrogen (N02+N03+TKNl Monthly 24 Hr. Composite 
Total Solids ITSl Monthly 24 Hr. Composite 
Fecal Coliform Weekly Grab 
Oil & Grease Monthly Grab 
Total Phosphorus Quarter!~ Grab 
Orthophosphate Quarterly Grab 
Volatile Organic Compounds Annually Grab 

(US EPA Method #624)* rrtY!R? ~", 
• Should not exceed Maximum Contaminant Levels (MCL) as contained in 310 CMR 22.Ja::'6Wnt</ng .. 
Water. 

b) Effluent Monitoring for an IWPA or Zone II discharge: 

Effective October 1, 2019 if the discharge continues to be located within an IWPA or a 
delineated Zone II of a public water supply well, the permittee shall monitor and record 
the quality and quantity of the effluent prior to discharge to the leaching facilities 
according to the following schedule and other provisions: 

Parameter 
Minimum Frequency 

of Analysis Sample Type 

Flow Daily Reading-report Max-Min-Avg 
pH Daily Grab 
Ultraviolet Intensity Continuous Continuous Reading 
Turbidity Continuous Continuous Recording 
BOD~s ________________________ W~e~e~kl.y ____________________ ~2~4~H~r-~C~o~m~p~o~s~it~e ______ _ 
TSS Weekly 24 Hr. Composite 
Nitrate Nitrogen 2/Week 24 Hr. Composite 
Total Nitrogen (N02+N03+TKN) 2/Week 24 Hr. Composite 
Total Organic Carbon !TOC} 2/Week 24 Hr. Composite 
Fecal Coliform Daily Grab 
Oil & Grease Monthly Grab 
Total Phosphorus Quarterly Grab 
Orthophosphate Quarterly Grab 
Volatile Organic Compounds Semi-Annually Grab 

(US EPA Method #624)* 
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• Should not exceed Maximum Contaminant levels (MCL) as contained in 310 CMR 22.00, Drinking 
Water. 

c) After one full year of monitoring the Total Phosphorus and Orthophosphate results, 
the Department may determine, upon the request of the permittee, that the frequency 
of monitoring may be reduced if, in the judgment of the Department, the results of the 
sampling indicate that existing phosphorus levels will not adversely impact 
downgradient receptors. If the Department reduces the frequency of monitoring for 
Total Phosphorus and Orthophosphate, the Department reserves the right to resume 
more frequent monitoring if the Department determines that phosphorus levels are 
impacting downgradient receptors. 

3) The permittee shall monitor, record, and report the quality of water in the existing 
upgradient monitoring well MW1/RIZ2, Soil Absorption System monitoring well 
MW2/RIZ1 and downgradient monitoring wells MW3/RIZ3and MW4/RIZ4 according to 
the following schedule and other provisions: 

Parameter 

Static Water Level 
Specific Conductance 
Nitrate Nitrogen 
Total Nitrogen {NO,+N01+TKN) 

Total Organic Carbon !TOC) 

Total Phosphorus 
Orthophosphate 
Volatile Organic Compounds 

(US EPA method #t624) 

Minimum Frequency 
of Analysis 

Month!'£ •.. 
Monthly 
Monthly 
Quarterly 
Quarterly 
Quarterly 
Quarterly 
Quarterly 
Annually 

a) Static Water Level shall be expressed as an elevation and shall be referenced to the 
surveyed datum established for the site. It shall be calculated by subtracting the 
depth to the water table from the surveyed elevation of the top of the monitoring 
well's PVC well casing/riser. 

b} After one full year of monitoring the Total Phosphorus and Orthophosphate results, 
the Department may determine1 upon the request of the permittee, that the 
frequency of monitoring may be reduced if, in the judgment of the Department, the 
results of the sampHng indicate that existing phosphorus levels will not adversely 
impact downgradient receptors. If the Department reduces the frequency of 
monitoring for Total Phosphorus and Orthophosphate, the Department reserves the 
right to resume more frequent monitoring if the Department determines that 
phosphorus levels are impacting downgradient receptors. 
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4} Any grab sample or composite sample required to be taken less frequently than daily 
shall be taken during the period of Monday through Friday inclusive. All composite 

samples shall be taken over the operating day. 

5) The permittee shall submit all monitoring reports within 30 days of the last day of the 

reporting month. Submission of monitoring reports in electronic format is available 

through eDEP and serves as data submission to both the Regional and Boston offices. 

All discharge monitoring reports must be submitted through eDEP. To register for 

electronic submission go to: 

http_:/Lwww.moss.gov/eeo/oqencieU,massd.eeLservlce/online/edep-online-filinq.htrol 

C. Financial Assurance Mechanisms f ft}J!Jll~/N ~ 
1) The permittee shall establish and maintain a financial assurance mechanism that 

provides for the continued availability of an immediate repair and replacement account. 
The immediate repair and replacement account shall contain adequate funds to correct 

any unanticipated problem immediately so that any disruption of operation is 

minimized, and a violation of the terms and conditions contained in the permit does not 

occur. To create an immediate repair and replacement account, the permittee shall 
deposit at least 25% of the estimated construction cost of the PWTF into an interest 
bearing escrow account in accordance with the financial assurance mechanism and 314 
CMR 5.15. 

a) For purpose of the financial assurance mechanism requirement, the estimated 

construction cost of the wastewater treatment facility shall include the cost of 
constructing the wastewater treatment plant, collection system, associated 
mechanical equipment, but not including the land, ground and disposal area. 

2) The permittee shall meet the obligation to establish the required financial assurance 

mechanism by using Department-approved form documents and shall submit said 
Department-approved form documents to the Department for its review and approval 

as follows: 

a) A permittee that constructs the wastewater treatment facility after the 

issuance of the Individual permit may submit the financial assurance 
mechanism(s) to the Department for its review and approval no later than ninety 

(90) days prior to the start-up (clear water test) of the facility. Such a permittee 

shall not operate the facility unless and until the Department has approved the 
required financial assurance mechanism, the financial assurance mechanism is in 

full force and effect, and the permittee has made all contributions required 
thirty (30} days prior to the start-up (clear water test) of the facility; or, 

b) A permittee with a wastewater treatment facility in existence prior to the 

submission of the individual permit renewal application may submit the financial 
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assurance mechanism to the Department for its review and approval no later 

than ninety (90) days from the date of submission of the individual permit 

renewal application. Said permittee shall be in compliance with the provision of 

the approved financial assurance mechanism requiring contributions to the 

immediate repair and replacement account no later than thirty (30) days prior to 

the date on which the renewal is issued. 

3) The permittee shall maintain the current form documents evidencing the required 

financial assurance mechanism approved by the Department. The permittee shall 

perform all its obligations under the required financial assurance mechanism as 

approved by the Department. 

4) Once established and funded, the permittee shall keep an amount equal to at least 25% 

of the estimated construction cost of the PWTF in the immediate repair and • 

replacement account and shall replenish the account within 90 days of any r r;:v,,f[5) f' ~ 
disbursement. tL!Jii:=;,r IU, v= !I 

I 

5) On or before January 31st of each year, the permittee s~all submit an annual financial 

report identifying the initial and current balance in the immediate repair and 

replacement account and confirming the continuing availability of the funds in said 
I 

account for the purpc;>ses specified in the permit and 314 CMR 5.15. Said report shall be 

prepared in accordance with generally accepted accounting principles. Reports 

pertaining to the required financial assurance mechanism(s) shall be sent to the 

Wastewater Management Section Chief at the appropriate Regional Office. 

D. Supplemental Conditions 

1) No later than one year from the effective date of this renewal, the permittee shall 

submit a written report to the Department detailing the permittee's recommended plan 

to comply with the effluent limits in Paragraph I. A. and the October 1, 2019 Interim 

Effluent Limits deadline. 

2) The permittee shall notify the Department at least thirty {30) days in advance of the 

proposed transfer of ownership of the facility for which this permit is written. Said 

notification shall include a written agreement between the existing and new permittees 

containing a specific date for transfer of permit, responsibility, coverage and liability 

between them. 

3) A staffing plan for the facility shall be submitted to the Department once every two 

years and whenever t here are staffing changes. The staffing plan shall include the 

following components: 
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a) The operator(s)'s name{s), operator grade(s) and operator license number(s); 
b) The number of operational days per week; 
c) The number of operational shifts per week; 
d) The number of shifts per day; 
e) The required personnel per shift; 
f) Saturday, Sunday and holiday staff coverage; 
g) Emergency operating personnel 

4) The permittee is responsible for the operation and maintenance of all sewers, pump 
stations, and treatment units for the permitted facility, which shall be operated and 
maintained under the direction of a properly certified wastewater operator. 

5) Operation and maintenance of the proposed facility must be in accordance with 314 CMR 
12.00, "Operation and Maintenance and Pretreatment Standards for Wastewater 
Treatment Works and Indirect Discharges", and, 257 CMR 2.00, 11Rules and Re'flations for _ 
Certification of Operators of Wastewater Treatment Facilities". [tJ)(f??_;f:\ mf 
a) The facility has been rated (in accordance with 257 CMR 2.00), to be a Grade 3 facility. 

Therefore, the permittee shall provide for oversight by a Massachusetts Certified 
Wastewater Treatment plant operator (Chief Operator) Grade 3 or higher. The 
permittee will also provide for a backup operator who shall possess at least a valid 
Grade 2 license. 

b) The date and time of the operator's inspection along with the operator's name and 
certification shall be recorded in the log book on location at the treatment facility. All 
daily inspection logs consistent with the O&M Manual requirements shall be kept at 
the facility for a period of three (3) years. 

c) Records of operation of wastewater treatment facilities or disposal systems required 
by the Department shall be submitted on forms supplied by the Department or on 
other forms approved by the Department for such use. Monthly reports shall be 
certified by the wastewater treatment plant operator in charge and shall be included 
in the discharge monitoring reports submitted each month. 

6) If the operation and maintenance of the facility is contracted to a private concern, the 
permittee shall submit a copy of the contract, consistent with what is required by the 
approved Operation & Maintenance manual and signed only by the contractor, to 
the appropriate MassDEP Regional Office within thirty (30} days of permit issuance. Along 
with the contract, a detailed listing of all contract operation obligations of the proposed 
contractor at other facilities shall also be submitted. 

7) Any additional connections to the sewer system, beyond the 192 unit condominium 
complex of mixed two and three bedroom units shall be approved by MassDEP and the 
local Board of Health prior to the connection. 
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8) All tests or analytical determinations to determine compliance with permit standards 
and requirements shall be done using tests and procedures found in the most recent 
version of Standard Methods for the Examination of Water and Wastewater and shall be 
performed by a Massachusetts Certified laboratory. 

9) The permittee shall notify the appropriate MassDEP Regional Office, in writing, within 
thirty {30) days of the following events: 

a) The date of treatment plant start up. 
b) Any interruption of the treatment system operation, other than routine 

maintenance. 
c) Final shutdown of the treatment system. Pr. I 

rtj}~#\{Ff{ 
10) The permittee shall contract to have any and all solids and sludges generated by the 

treatment system for which this permit is issued removed off site by a properly licensed 
waste hauler for disposal at an EPA/MassDEP approved facility. The name and license 
number of the hauler along with the quantity of wastes removed and the date{s) of 
removal shall be reported by the permittee in writing to the appropriate MassDEP 
Regional Office. 

11) Simultaneously with the permit renewal application at year fifteen following the capital 
improvements/modifications conducted during the third permit term {2037), the 
permittee shall submit two r~ports to the Department for its review and approval: 

a) An engineering report, prepared by a registered professional engineer, that 
outlines in sufficient detail what modifications (if any) to the facility or other 
changes are required to insure that the facility can remain in compliance with its 
GWDP and other applicable requirements through the next 5 year permit term 
(year 2042} and beyond; and 

b) A financial plan that contains the cost estimates for implementing th e facility 
modifications or other changes identified in t he engineering report, and 
describes and demonstrates, how and when the permittee will finance the 
needed facility modifications or other changes. 

12) In the event that effluent limits are not met, or the discharge is determined to Impair 
groundwater quality in accordance with 314 CMR 5.16(1), the permittee may be 
obligated to modify, supplement or replace the permitted treatment process so as to 
ensure that the discharge does not impair the ability of the groundwater to act as an 
actual or potential source of potable water. 

13) Pursuant to M.G.l. Chapter 21A, section 18(a), and 310 CMR 4.03, holders of this Permit 
may be subject to annual compliance assurance fees as assessed each year on July 1st 
and invoiced by MassDEP. Failure of the Permit holder to pay applicable annuaf 
compliance assurance fees shall result in t he automatic suspension of the permit by 
operation of law under the statute. If fee non-payment continues for sixty days or 
more, MassDEP has the statutory option of revoking the Permit, denying any other 
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